NOTES:
1. Concrete slurry in trench NOT SHOWN for clarity
   CONTRACTOR SHALL SLURRY ALL TRENCHES.
2. CONTRACTOR SHALL LAY A TWO FOOT DEEP
   GRAVEL BED BELOW FLOOR OF NEW MANHOLE.

COMMUNICATIONS DUCT SWEEP & MANHOLE APPROACH - ELEVATION VIEW
CONSTRUCTION STANDARD - DRAWING 2 OF 2

NOT TO SCALE